Growing greenery cover on flattop-concrete roof of single-room house with lightweight-concrete walls for lagging heat conduction was experimented during 10 August-30 November 2014 at Kasetsart University on narrow space between the College of Environment and car park buildings which emphasized on minimum room size of 2.5 m width, 2.5 m length, and 2.5 m height as declared by Building Control Act 1990. The methods of study were conducted by installing air thermometers at distance from the house and one meter above ground in northerly, southerly, easterly, westerly and flattop-concrete roof by alternating closing and opening the door and window. The research results found the maximum room temperature ranging 34.5-35.5 o C and minimum 26.5-27.7 o C for closing door and closing window, then decreasing almost being equal from degree of opening door and window, and clearly changing in conditions of long duration, high intensity, and often frequency of rainfall. Using Pudsaon or Cape Jasmine (Gardenia jasminoides J.Ellis) as grown in experimental pots containing coconut flake due to its characteristics of more consuming phreatophyte with high rate of using water for evapotranspiration process that can absorb surrounding heat through converting process to become latent heat flux. In consequence, room temperature was lowered down to 24.5 o C and following by decreasing lag time from 2 hours to 0.5 hours, and also different lag time from 1-2 hours to 0.5-1.5 hours which were indicated better comfortable living. Closing both door and window or either one could not be conditioned for everyday lifestyle of people in dense and populated Bangkok city. In addition, construction of single-room house with flattop-concrete roof and lightweight-concrete walls were surely eligible to protect heat transferring from hot air outside into room rather than from room to outside, except opening both door and window at the same time
problems from solid wastes and wastewater have been evidently found but also another environmental problems such as noise, wastewater, air pollution and solids wastes which are not fascinated visualization, and hot climate (Li et al., 2009; Ward & Peters, 2007; Kujinga et al., 2014) .
Among aforesaid environmental problems, hot climate plays vital role in humid populated cities along with dense households, particularly the cities as located in the tropical zone that causing more hotter conditions that might be urban heat island (Takebayashi et al., 2014; Verma et al., 1978; Wolf et al., 2008) . In general, the urban heat island is the area (municipal, urban, suburban and dense-populated community areas) to elevate temperature. It surrounds to the big and tall buildings, houses, shophouses, religious buildings, green roof, green patches, city parks, and ponds in which they play significant role in function on sources and sinks for day and night heat balance (Santamouris, 2014; Coseo & Larsen, 2014; Botkin & Keller, 2011; Chun & Guldman, 2014; Honjo & Takakura, 1990; Oke et al., 1991; Lokoshchenko, 2014; Santamouris, 2001; Maimaitiyiming et al., 2014) . Ketterer & Matzarakis (2014) found urban heat increasing temperature 0.3 K and 2 K and may be up to 12 K in the city concrete; 1.5 -3.0 o C per 100 years; building cooling energy use by Sun & Augenbroe (2014) ; 1 o C to 5 o C from air conditioning units by Coseo & Larsen (2014) ; and average monthly 2.6 o C in urban heat island by Shahidan et al (2012) . There were a lot of research reports concerning with decreasing air temperature in heat island areas by either growing green patch or storage water ponds on which Skoulika et al (2014) found nocturnal cool islands varying 0.7 K to 2.8 K and daytime 0.2 K to 2.6 K from ambient temperature lower than 34 o C, surface temperature decreasing 1.3 °C and also for every 10% increase in green area from the study of Coseo and Larsen (2014) ; 2.14 o C to 5.15 o C together with increasing relative humidity 6.21 % to 8.30 % by Zhang et al (2013) , 0.1 K to 0.33 K per roof albedo increase by Santamouris (2014) .
Bangkok is suited in the previous statement according to locate in hot and humid and tropical zone, and confronting with pollution problems, especially stream, air, and noise pollution. Although the Bangkok city planners spend an effort to deduct heat by growing green plants along the roadsides and road isles and also providing green belts for city parks and greenery patches on public areas. Unfortunately, it has been accepted as less usefulness due to not only ignoring to growing greenery plants on roadsides and road isles as the same as around the concrete wooden houses (small houses, shophouses, housing estates, shopping centers, medicare buildings) but also not planning green tree growing in all parts of the city. Nowadays, the it is hard to find out the wooden houses, only concrete buildings are replaced in all parts of Thailand and some other hot and humid countries, especially ASEAN countries. Expectedly, the room temperature has to be increased due to heat transfer (by conduction, convection, and radiation) from surroundings of the rooms, houses, and buildings that received direct radiation from the sun and sky. Reduction of transferred heat from outside houses is the basic concept to keep in-house temperature preferability for sustainable livelihood. It is remarkable to protect heat transfer from outside surroundings through four-side house wall panels (room wall panels) and roof that may be relieved by using insulated walls for heat reduction by conduction, evapotranspiration water (plants, soils, water body) by convection process, and blackbodies for heat absorption to all wavelengths by radiation or re-radiation process from sun and surroundings as shown in Figure 1 . Figure 1 . Incoming and outgoing solar radiation by means of electromagnetic waves to provide net radiation on the earth surface before transferring through constructed-insulated materials for deducting in-house temperature the earth surface approximately 1.94 g-cal/cm 2 /min (Sellers, 1965) . Actually, incoming shortwave radiation (wavelength less than 4 microns) is composed of gramma rays, X-rays, ultraviolet, visible light, and near infrared on which they are directly reflected to the sky (Rsu), while both Rsd and Rld as heat transferring to the earth surface, then transferring to aky in form of outgoing long-wave radiation (Rlu) as described by Bowen (1926) , Gates (1965; 1980) , Hartman (1994) , Chunkao (1971; 1979) , Savage et al (2009) , Holland et al (2013) , Perez et al (1999) , and Dicken et al (2013) , in which the net radiation can be specified from above statement as following Rn = (Rsd + Rld) -(Rsu+ Rlu)
On the other hand, Rn as obtained heat from solar radiation is utilized for latent heat flux (LE), sensible heat flux (H), soil heat flux (G), photosynthesis flux (Ph), metabolism heat flux (M), and chemical heat flux (C) as identified by Gates (1965; 1980) , Chunkao (1971; 1979) and presented in heat balance as Rn = LE + H + G + Ph + M + C.
From the explanation of Gates (1965; 1980) , Dicken et al (2013) , and Hartman (1994) , the amount of Ph, M, C are very small amount in comparison with the earth surface receiving from the sun. Then they can be omitted from the equation (2) and can be rewritten as
The G value, is referred to mainly heat transfer by conduction, in more positive than negative on daytime but almost negative on night time, but more or less zero for all-day period (24 hours). Even G is still positive, it has to heat the air through heat transfer process by either conduction, convection or radiation but it is provided very small part of heat transfer (Chunkao, 1971; 1979; Hartman, 1994; Holland et al., 2013; Bowen, 1926; Perez et al., 1999; Savage et al., 2009; Ashktorab et al., 1989; Sellers, 1965; Coseo & Larsen, 2014; Dicken et al., 2013; Geiger, 2003) . So G in equation (2) and (3) can be omitted in equation (4) as followings
It is noted here that the objects, plants and animals, households, buildings, shophouses, and others are mainly received from LE and H. If water and plants are available, the heat on the earth surface can be utilized for LE, and H becomes less. In contrary, when there is no available water and plants, the earth surface heat has to utilize to heat air as sensible heat (H) which is the most important heat to make high temperature outside buildings, and also inside building after heat transferring through the walls (Zhang et al., 2013; Sun & Augenbroe, 2014; Shahidan et al., 2012; Ketterer & Matzarakis, 2014; Santamouris, 2001; Oke et al., 1991; Lokoshchenko, 2014; Honjo & Takakura, 1990; Chun & Guldmann, 2014; Maimaitiyiming et al., 2014; Santamouris, 2014) . As stated before, the architects have tried to look for insulated materials for cooling inside buildings and households due to deducting transferred heat from outside buildings and households but depending on types of insulated materials. Besides, the study is not only concentrated on types of insulated materials but also the thickness of insulated materials (including plant species growing) for wall panel construction has to be focused on in-house temperature deduction.
Recently, the scientist found the method for deducting heat conduction by using lightweight concrete walls for room, house, and building construction in order to make room temperature preferable and comfortable due to lower air bubbles inside it. Actually, the raw materials of lightweight concrete blocks (using no aggregate larger than sand) are composed of cement, lime, sand, Gypsum, Aluminum powder, and water together with giving space for air bubble that might be approximately up to 50% of lightweight concrete block. In principles, the thermal conductivity plays a significant role in heat transferring from the hotter to the colder temperature passing through the wall panels as constructed by lightweight concrete (Sellers, 1965; Coseo & Larsen, 2014; Shahidan et al., 2012; Geiger, 2003; Gates, 1965; Hartman, 1994; Maimaitiyiming et al., 2014; Santamouris, 2014) . However, the value k (thermal conductivity) is depended on the portion of raw materials of lightweight concrete blocks, particularly the amount of cement, lime, and quartz sand on which they are existed higher density and thermal conductivity values. Normally, the lightweight concrete block is pertained the gross dry density 0.45 g/cc to 0.85 g/cc, and thermal conductivity less than 1.0 cal/cm 2 / o C/min (Sellers, 1965; Geiger, 2003; Gates, 1965; 1980; Chunkao, 1979; Savage et al., 2009; Dicken et al., 2013) .
Giving greenery cover and tree planting in urban areas have been suggested by Mangone & Linden (2014) , Akbari et al (1992) , McPherson (1988) , McPherson & Rowntree (1993) , McPherson & Simpson (2003) , Coseo & Larsen (2014) , Zhang et al (2013) , Honjo & Takakura (1990) , Alchapar et al (2014) , Oke et al (1991), www.ccsenet.org/mas Modern Applied Science Vol. 9, No. 9; 2015 Shahidan et al (2012) while Chun & Guldmann (2014) to introduce the roof-top green cover and water areas as well as giving vegetative courtyard and city parks to deduct urban temperature by Mangone & Linden (2014) , Skoulika et al (2014) , McPherson (1988) , Takebayashi et al (2014) and Ng et al (2012) ; and also making higher reflecting roof by Alchapar et al (2014) . Theoretically, an incoming heat protection by tree planting, pond construction, green patches around the cities or houses, and green-top-roof buildings in urban heat island would be the most important to reduct ambient air temperature due to make them away from exactly sources and sink in heat transfer by re-radiation and heat absorption before re-radiation taking place (Gates, 1965; 1980; Hartman, 1994; Geiger, 2003; Perez et al., 1999; Chunkao, 1979; Bowen 1926) . Intentionally, they are the cooling processes concerning in decreasing rather than heating ambient air temperature before heat transferring through the insulated materials herein lightweight concrete blocks and growing tree around houses/rooms, dwellers, and buildings (Sellers, 1965; Akbari et al., 1992; Alchapar et al., 2014; Heilman & Brittin, 1989; Skoulika et al., 2014; Lee et al., 2004; Deacon, 1949; Takebayashi et al 2014) . In other words, built houses and buildings should be used lightweight concrete blocks for reducing heat transferring by decreasing the thermal conductivity in order to live with cool temperature. Truly speaking, the houses and buildings wish to grow trees around them, it could be made cooler temperature inside them for more convenience and comfort with high energizing routine works (McPherson, 1988; McPherson & Rowntree, 1993; McPherson & Simpson, 2003; Garratt, 1978; Ng et al., 2012; Mangone & Linden, 2014) .
As mentioned before, this study is aimed to find the insulated materials to reduce heat transfer between objects of differing temperature in thermal contact in which it can be achieved with specially engineering method concerning with suitable types of insulated materials and its insulation capacity (thermal conductivity). Theoretically, heat is defined as the transfer of thermal energy across a well-defined boundary around a thermodynamic system, while heat transfer is a process of thermal energy across the object to another environment. Actually, there are 3 processes of heat transfer: firstly, conduction is the process of heat transfer between hot-temperature object through thermal conductivity to the cool-temperature environment; secondly, convection is a process of heat transfer to its environment by motion of fluid molecules; and thirdly, radiation is the process of heat transfer from the movement of charge particles within atoms converting to electromagnetic radiation (Deacon, 1949; Lee et al., 2004; Gates, 1965; 1980; Sellers, 1965; Geiger, 2003; Chunkao, 1979; Ashktorab et al., 1989; Bowen, 1926; Sun & Augenbroe, 2014; Zhang et al., 2013; Coseo & Larsen, 2014; Lokoshchenko, 2014; Honjo & Takakura, 1990; Oke et al., 1991) .
However, the thermal conductivity plays role in heat conductive transfer in which the Fourier's law of heat transfer have been applied Fourier's la of heat conduction by Sellers (1965) , Chunkao (1979) , Gates (1965; 1980) , and Hartman (1994) in the content of the law of heat conduction states that the time rate of heat transfer through a material is proportional to the negative gradient in temperature and to the area at right angle to that gradient, through which the heat flows with the rate of Q/t (cal/cm/sec), It can be illustrated in equation (5) and showed the hypothetical views in Figure 2 . Figure 2 . Hypothetical illustration Fourier's law of transferring heat conduction from higher-temperature to cooler-temperature objects at right angle to the temperature gradient
www.ccsenet.org/mas Modern Applied Science Vol. 9, No. 9; 2015 96 Where Q ir represented for heat transfer (cal/cm 2 ), k for thermal conductivity (cal/cm 2 /sec/ o C), A for surface area (cm 2 ), T 1 for outside-hot temperature ( o C), T 2 for inside-cold temperature ( o C), X for thickness of insulated material (cm), t for time taken (sec) and q for heat flow rate through thickness X (cal/cm/sec) According to vary X (thickness) of materialized surface area which is functioned as thermal conductivity, then the equation (6) can be rewritten as
T 1 is supposed to be hot temperature (temperature of surrounding environment) due to radiative heat transfer from direct solar radiation at daytime. If T 2 in equation (6) is the appropriate temperature for human life, then T 2 can be replaced by 25 o C which will be presented as:
Actually X (thickness of insulated material) is used for this experiment on 2.5 cm for reduction of heat transfer (q) from T 1 point to the T 2 point through thermal conductivity with cross sectional area A. So, the equation (7) can be expressed below:
In case of expressing the heat transfer per unit area, then the equation (4) becoming to equation (8) as following:
If t is fixed, then T 1 is varied from place to place, the same as fixed T 2 value, and taking t (time) is varied. Then after, the relationships between Q and T 1 can do the same as Q and t relation. Because of aforesaid statement, those relations can be graphically constructed in which the proper t (time taken) and proper T 1 (temperature of applicable location) can be calculated in order to determine the thickness of specific insulated materials.
Accordance with evapotranspiration process is basic concept for taking away by convective heat transfer in terms of latent heat flux by water use for evapotranspiration (Gates, 1965; 1980; Chunkao, 1971; Holland et al., 2013; Bowen, 1926) which can be presented in equation (10) Due to E is escaped from the horizontal surface, the convective heat transfer can be presented in equation (11) Q = kA (T 1 -T 2 ) (t)
Where Q is represented for convective heat transfer (cal), k for heat transfer coefficient (cal/cm 2 / o C/sec), A for transfer surface (cm 2 ), T 1 for temperature of environment (K), T 2 for temperature in house/room/ building (K) and t for time taken (sec)
The above statements had been afforded to describe the heating phenomena from direct and indirect solar radiation on earth surface that caused high in-house and outside temperature as the main heating sources. By such condition, it brings to concentrate in this research which aims to focus on using lightweight concrete blocks as thermal conductivity. If is not effective to deduct the in-room, in-house, and in-building temperature by using growing trees/plants to absorb heat from surrounding environment by heat transfer processes not only conduction and convection, but it is still included the radiation processes.
Normally, the comfortable room temperature for Thais, especially in summer and wet period, should be around 26 o C -32 o C along with well ventilation. So, the old-style architectural design was open walls and space under a Thai house styles in order to keep comfortable the room temperature by self-ventilation. Later on the Thai house model has been changed by influences of Indochina and European styles of both the construction materials and forms with less ventilation and requiring air conditioners. Anyhow, the Building Control Act 1990 is comprised of the smallest room of building or houses must not be less than 2.5-m width x 2.5-m length x 2.5-m height in order to provide well ventilation for the case of no air conditioner available. To make clear understanding, the greenery house-cover concept was applied to absorbing heat from outside before transferring through the house walls which are low thermal www.ccsenet.org/mas Modern Applied Science Vol. 9, No. 9; 2015 97 conductivity.
Methods and Procedure

Installing Thermometers and Greenery Experimental Pots
Localization of Temperature Measurement
The 15.625 m 2 room was the minimum size by obligation declaration which was chosen to study on the out-sort heat transfer through thermal conductivity of lightweight concrete in order to keep its comfortable temperature for everyday living. The experimental lightweight-concrete house was designed for ventilation by making in wooden window (0.75 x 0.5 m) and glass-iron-frame door (2.5 x 0.5 m) while flattop roof (2.5 x 2.5 m) was made of concrete with stone:sand:cement ratio equivalent to 1: 2: 5 was built without any leakage. The four automatic-electric-digital thermometers were installed about 1-m height from the asphalt-concrete ground surface along with 0.5 meter from four directions of lightweight-concrete walls and another one on the flattop-concrete roof about 1-m height as illustrated in Figure 3 . For period of experiments, the research on growing greenery cover on flattop-concrete roof of single-room house with lightweight-concrete walls for deducting heat conduction as constructed on narrow space was conducted inside Kasetsart University on narrow space between the College of Environment and car park buildings in dense-populated city of Bangkok, Thailand during 10 August -30 November 2014. Cape Jasmine (Gardenia jasminoiddes J.Ellis) for three-consecutive-day temperature recording
Pretest of Feasible Latent Heat Flux
The pretest was conducted on 5 plots each of growing plants and controls in order to compare the amount of water used through the evapotranspiration process which can be converted to plant absorbed latent heat flux from the flattop-concrete roof before conducting into the lightweight-concrete-wall house. The five-experiment and five-control pots were placed on the asphalt concrete ground floor which was located on the narrow space between College of Environment and car-park buildings in the west perimeters of Kasesart University campus as 5 illustrated in Figure 2 .
Settling Greenery Plots on Experimental Flattop-Concrete Roof
According to flattop-concrete roof of single-room house, the 36 plots containing humus soils for growing Pudsaon or Cape jasmine (Gardenia jasminoides J.Ellis) in pot containing coconut flake with 60-cm height were designated the position to lay down them from beginning of experiments until research accomplishing as seen in Figure 2 . LE was determined by multiplying evaporated water and latent heat of vaporization.
Cases of Temperature Measurement
As stated before, the Building Control Act 1990 is comprised of the smallest room of building or houses must not be less than 2.5-m width x 2.5-m length x 2.5-m height (the worst case of minimum-room size) in order to provide well ventilation and less heat storage, in case of no air conditioner available. For understanding, the concept of greenery cover on flattop-concrete roof of such a worse-case-house room size was applied to absorbing heat from www.ccsenet.org/mas
Modern Applied Science Vol. 9, No. 9; 2015 outside before piercing through the house walls which are low thermal conductivity. In addition, the lightweight concrete have been brought to build the house, shophouse, and buildings for decreasing its room temperature by measuring at 1-m height above the asphalt-concrete ground floors with 0.5-m far from all 4-wall sides (as located between College of Environment and KU car-park buildings) and on the flattop-concrete roof for 3-day-consecutive period without greenery and with greenery covers for 4 cases such as 
Flattop-Concrete Roof Greenery for Room Temperature Deduction
The flat-top concrete roof was fully covered with the green plant as grown in pot units together with watering every morning. The losses of water weight in the whole flat-top roof were converted to heat of vaporization (LE) which could be supposed to be the deduction heat in the room Due to the experimental lightweight-concrete room as constructed with the minimum size which is declared by laws that might not be comfortable to human living but the expected result has intended to obtain some idea for cooling room temperature by employing the greenery either cover on flattop-concrete room for applying in constructing small concrete houses in dense and populated city. Furthermore, this research may be not provided the final outcome but it is still needed another research work is really needed to solve the problem on warming room temperature with the minimum size by using lightweight concrete as insulator. However, it is expected to obtain from this research in terms of guideline for employing the insulator and also the improvement of room size limiting for comfortably living in the future.
Results and Discussion
Temperature Variation in Lightweight-Concrete Room
After 12-day experiments, the results found little change in total average inside room temperature to all four cases such as 29. Table 1 , but the CDCW case was revealed the highest temperature because there was no ventilation for taking out some reradiating heat energy to outside, meanwhile heat conduction from outside transmitting continuously through four sides of lightweight-concrete walls (Alchapar et al 2014 , Akbari et al 1992 , Dicken et al 2013 . At the same time, the daytime temperature found in the ranges of 27.26-33.00 o C for CDCW, o C for ODCW, 27.31-32.00 o C for CDOW, and 27.29-31.37 o C for ODOW (see Table 1 ) on which they did not show clearly changes from one to the others but CDCW lightweight-concrete room was indicated somewhat cooler than the others due to higher outside temperature (flattop-concrete roof and four-side measuring points) and heat reradiating from car-park and Environmental buildings (Sellers, 1965; Takebayashi et al., 2014; Oke et al., 1991; Botkin & Keller, 2011; Gates, 1965 Table 1 ). It would be pointed out that the degrees of outside temperature were the same all 12-day experiments. In the same manner, the ranges of at daytime were equivalent to 28. . It would be interpreted that even outside temperature at nighttime was cooler than inside room, the single door and window or both were not big enough to translocate into room. There were three reasons: firstly the room temperature was still high enough to be replaced by cool air from outer space; secondly, lightweight-concrete walls could be translocated in and out room due to low heat conductivity; thirdly, daytime heat storage in flattop-concrete ceiling could be continuously reradiated down to room that make it cooler (Gates, 1965; Chunkao, 1971; Garratt, 1978; Hartman, 1994; Lee et al., 2004; Lokoshchenko, 2014; Meier & Quium, 1991; Ng et al., 2012; Perez et al., 1999; Sellers, 1965; Sun & Augenbroe, 2014; Verma et al., 1978; Bowen, 1926; Coseo & Larsen, 2014) The above results found that the inside temperature in small, flat-topped concrete roof and lightweight-concrete room was exactly found higher than outer space and upper roof, no matter of doing activities by CDCW, ODCW, CDOW, and ODOW or not. Room ventilation plays a significant role in reradiating heat from lightweight-concrete walls and flattop-concrete roof ceiling continuously releasing that made the room warming and also some conducting heat from outside could be another cause for encouraging room warming as well. Room operation activity in terms of either Opening the door or opening window or both would be supported to head energy releasing to outer space. Deduction of heat energy transferring from reradiating objects surrounding the lightweight-concrete walls (low heat conductivity) and flattop-concrete roof would be better way to conduct by using green plants for absorbing sensible heat to convert to latent heat. However, an existence of buildings in northerly and southerly and including water body in KU canal westerly are surrounded the experimental unit causing the reradiating heat energy moving back and forth in this limited open space. This would be another factor involving with low translocation rate outside heat energy to room space that called as longer lag time (Garratt, 1978; Hartman, 1994; Lee et al., 2004; Lokoshchenko, 2014; Mcpherson & Rowntree, 1993; Meier & Quium, 1991; Ng et al., 2012; Perez et al., 1999; Santamouris, 2014; Sellers, 1965; Sun & Augenbroe, 2014; Verma et al., 1978; Gates, 1965; 1980; Geiger et al., 2003; Bowen, 1926; Deacon,1949; Coseo & Larsen, 2014) .
Lag Time Temperature
The field measurement under the CDCW room operation activity found the nighttime temperature ranging 26.44-32.67 o C and daytime temperature ranging 26.52-34.44 o C (see Table 1 )except during rain falling, temperature slowing down to 24.50 o C for minimum and 33.50 o C for maximum as illustrated in Figure 4a . When the air temperature was tending to increase, the CDCW room temperature also was followed the same trend with highlighting the lag time until it reached at the maximum point with showing lag time. Then, the room temperature was gradually decreased after air temperature decreased Figure 4a) . In other words, the lag time at maximum room temperature was about 4-7 hours (averaging 5.5 hours) while minimum temperature found between 2-5 hours (averaging 3.5 hours) due to more heat storage. This condition is normally higher temperature Vol. 9, No. 9; 2015 due to re-radiation from surrounding buildings and other objects. In addition, an increasing the amount and duration of rainfall as well as its intensity and frequency are usually paid vital role in increase of lag time between air and room temperature because of low heat conductivity of lightweight-concrete walls to transmit into room (Alchapar et al., 2014; Chun & Guldmann, 2014; Skoulika et al., 2014; Akbari et al., 1992; Sellers, 1965) . The said condition could make the lag difference in both the maximum and minimum temperature about 2 hours owning to low heat conductivity of lightweight-concrete walls. In reality, rainfall was influenced on room temperature according to high heat conductivity of the flattop-concrete roof. Summarily speaking, the time for comfortable living in this size of small room was short about 2 hours, except in raining condition that could be prolonged lag-time temperature in ranging 1-2 hours but it depended on rainfall duration and cool air temperature (Sellers, 1965; Deacon, 1949; Geiger et al., 2003; Arneth & Stichlmair, 2001; Hartman, 1994) .
CDOW room was enhanced the air circulation between outside and inside temperature which caused to make the lag time becoming 3-6 hours (averaging 4.5 hours) at maximum air temperature for warmer temperature of daytime and 2-4 hours (averaging 3 hours) for minimum temperature of nighttime. The lag time difference between the daytime maximum temperature and nighttime temperature of room was resulted 1.5 hours due to hot and cool air circulation process from opening door and closing window. This would be said that high frequency of rainfall was often occurred for three-day consecutive measurement, the lag time between air and room temperature was found longer period at both the maximum and minimum temperature for both opening door and closing window condition (see Figure 4b ) that made some cooler air circulating into room by ventilation process. Obviously, only opening door caused the lag time difference between maximum and minimum room temperature was indicated about 1.5 hours. It would be remarked that not only influence of rainfall to decrease room temperature but also opening the door was another factor to involve with circulating cooler air from inside that against decreasing room temperature (Alchapar et al., 2014; Botkin & Keller, 2011; Chunkao, 1979; Chun & Guldmann, 2014) .
When the case of closing door and opening window (CDOW) was studied on looking the trend of inside and outside room temperature, the lag time found about 3-6 hours (averaging 4.5 hours) for daytime maximum temperature and 2-4 hours (averaging 3 hours) for nighttime minimum temperature. The lag time difference was 1.5 hours (more or less the condition of opening door and closing window) due to opening window encouraging more air ventilation. Remarkably, showering and rain falling were still paid vital role in decreasing lag time by making all-temperature lines overlapping as seen in Figure 4c . It would be emphasized that long-duration rainfall was exactly insisted to influence with gradually cooling room temperature because of low thermal conductivity of lightweight concrete (Gates, 1965; 1980; Geiger, 2003; Hartman, 1994; Ketterer & Matzarakis, 2014 : Honjo & Takakura, 1990 as shown in Figure 4b and 4c.
After ODOW experiments, the findings of all measuring points of both outside and room temperature were overlapped into one line as indicated in Figure 4d that made of lag time becoming 2-5 hours (averaging 3.5 hours) for daytime maximum temperature and 1-4 hours (averaging 2.5 hours) for nighttime minimum temperature due to well mixing between air and room temperature (see Figure 4d) . The difference of lag time between minimum and maximum room temperature was resulted about 1 hour.
The flattop-concrete roof temperature would be rather higher than the another 4-point ground temperature because of roof concrete re-radiation as accumulated from direct solar radiation (Sellers, 1965; Wolf et al., 2008; Zhang et al., 2013; Lee et al., 2004; Oke et al., 1991) . Anyhow, the rainfall and/shower were still played role in decreasing outside room temperature while inside room temperature not only higher temperature but also gradually lowering due to low heat translocations through lightweight-concrete along with low thermal conductivity in taking longer lag time (Arneth & Stichlmair, 2001; Sellers, 1965; Hartman, 1994; Heilman & Brittin, 1989; Ashktorab et al., 1989; Chunkao, 1979; Gates, 1965; 1980) . Accordingly, lessons learnt from 4-case experiments could be expressed that the inside room temperature was exactly lower than outside room along with lag-time difference of 2.0, 1.5, 1.5, and 1 hours because of low and high thermal conductivity lightweight-concrete walls and flattop-concrete roof of experimental room, especially. The above results indicated that flattop-concrete roof plaid important role in translocating heat energy from outside to inside and from inside to outside room by heat conduction and storage processes. In other words, the uncomfortable conditions for living in the small room (2.5 L X 2.5 W X 2.5 H m) were presumably at 2 hours for closing door and window, 1.5 hours for either opening door or window, and 1 hour for open both door and window. Anyhow, the reradiating heat energy from ceiling of flattop-concrete house was supposed to be the main factor involving with less changing room temperature due to high heat conductivity. Since the decrease of sensible heat flux on flattop-concrete roof and surroundings was absorbed to change into latent heat flux by green plants through the evapotranspiration processes before heat energy translocation to the ceiling of the room as pointed out by Gates (1965; 1980) , Geiger & Todhunter (2003) , Abou-Korin (2014), Ashktorab et al (1989) , Botkin & Keller (2011 ), Bowen (1926 , Chun & Guldmann (2014) , Chunkao (1971; 1979; 2004) , Coseo & Larsen (2014) , Maimaitiyiming et al (2014) , Mangone & van der Linden (2014) , Heilman & Brittin (1989) , Holland et al (2013) , Honjo & Takakura (1990 , Lee et al (2004) , Verma et al (1978) , Wolf et al (2008) .
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Useable Pudsaon for Sensible Heat Absorption
Pudsaon or Cape Jasmine (Gardenis jasminoides J.Ellis) was selected to use for sensible heat absorption by evapotranspiration process before conducting through mainly empty-flattop-concrete roof into room and some from four-lightweight-concrete walls as received from re-radiation of College of Environment and Kasetsart University car-park buildings which placed on heating asphalt-open space as shown in Figure 2 . Naturally, Pudsaon is a light-demander bush with height of 1-2 meters, putting out more twigs and branches, one by one in cone-formed stems, single-thick leaf with absorbing water, pear-leaf tip, light-green color leaf, white-color and thick-petal flower, all-year flowering with strong smell, flower size between 7-8 meters in diameter, and high capacity of water-osmotic-absorbed root. It can be well grown in coconut flake with soaking water which is presumably identified as phreatophyte with deep-rooted plant obtaining its water from the water table in collaborating with high transpiration rate and nearly non-stopped processing.
Experimentally, the 6-stem usage pattern of 4-month-age Cape Jasmine bush plants with averaged-projected crown areas of 2,225 cm 2 were grown in 616 cm 2 surface-area pots containing high water-holding-capacity coconut flake which is holding the bulk density of 0.83 g/cc and total porosity 76 % by volume. In addition, the water holding capacity of coconut flake was more than its oven-dry weight about 5 times that could be available for continuous evapotranspiration from both non-planting and planting Pudsaon or Cape Jasmine plants. The results found evaporated water of Cape Jasmine plant ranging 10 to 170 g/pot for 3-hr measurement and converting in latent heat flux ranging between 0.01 to 0.21 cal/cm 2 /min while control plots (no-planting) was ranged between 50 to 352 cc/pot for 3-hr measurement and converting in latent heat flux between 0.07 to 0.51 cal/cm 2 /min as shown in Table 2 and Figure 5 . In experimental point of view, an amount of water usage in planting pots higher than control pots due to plant roots having potentials to draw capillary water which were coated around soil particles and plant roots that becoming transpiration plus evaporation from control pots (opening surface) and panting Cape Jasmine pots. In consequence, the control pots were found less water usage owning to more macropores of coconut flake that could be slow down the continuity of evaporating water supply, and they also dried out due to heating from direct solar radiation. In addition, the averaged water-loss ratio between without planting and with planting Pudsaon or Cape Jasmine was found about 1 : 2.3 (See Table 2 ) due to phreatophytic Cape Jasmine or Pudsaon in collaborating with coconut flake in growing pots containing coconut flake
As stated before, this section of research was needed to focus on feasibility study of water usage for evapotranspiration from experimental pots containing coconut flake with and without planting Pudsaon or Cape Jasmine (Gardenia jasminoides J.Ellis) in order to determine heat absorption from incoming solar radiation and including outgoing re-radiation from KU College of Environment building, water body in canal and asphalt road as described by Odum & Barrett (2004) , Akbari et al (1992) , Honjo & Takakura (1990 , Ferreira & Condessa (2012) , Mangone and Van der Linden (2014) , Ng et al (2012) , Oke et al (1991) , Santamouris (2014) , Zhang et al (2013) and McPherson (1993) . It was expected that the experimental pots containing coconut flake with and without planting Pudsaon used water through evapotranspiration process could make room temperature decreasing (Juwarkar et al., 1995; Hammer, 1989; Ahn & Mitsch, 2002; Jenssen et al., 1994; Keddy, 2010; Bowen, 1926; Lai et al., 2011; Dicken et al., 2013; Gates, 1980; Hartman, 1994; Holland et al., 2013; Coseo & Larsen, 2014) .
Besides, this research results would be convinced to pinpoint the feasibility of pot-planting employing to deduct the conducted heat as directly received from the sun in which the lightweight-concrete room with flattop-concrete roof. The high water holding capacity coconut flake paid very much significant role in evapotranspiration process from planting Pudsaon or Cape Jasmine pots as main heat absorption rather than control pots. In other words, greenery cover of planting Cape Jasmine pots for heat absorption through evapotranspiration process is exactly feasible in theory and practices for making the decreasing temperature inside flattop-concrete roof and lightweight concrete-wall room (Buckman & Brady, 1969; Baver, 1966; Baver et al., 1972; Lai et al., 2011; Sellers, 1965; Gates, 1965; 1980; Geiger et al., 2003; Hartman, 1994; Holman, 2009; Holland et al., 2013; Honjo & Takakura, 1990 Lee et al., 2004; Odum & Barrett, 2004; Garratt, 1978; Deacon, 1949; Dicken et al., 2013; Chunkao, 1971; 1979; Akbari et al., 1992; Ashktorab et al., 1989; Bowen, 1926; Chun & Guldmann, 2014; Maimaitiyiming et al., 2014; Mangone & Van der Linden, 2014; Mcpherson & Rowntree, 1993; Santamouris, 2014; Verma et al., 1978; Shahiden et al., 2012) .
Heat Conduction through Lightweight-Concrete-Room Walls
The average temperature inside and outside flattop-concrete house with lightweight-concrete walls in case of no-planting Pudsaon found inside temperature at daytime 30. Vol. 9, No. 9; 2015 flattop-concrete roof was evidently seen by higher inside temperature at daytime very close to nighttime due to CDCW condition making extreme slowly ventilation, and intensively re-radiation from concrete ceiling of the room at daytime and lightly at nighttime. The outside and roof temperature were shown in greater decreases than inside temperature which was not almost lowered down according to low heat conductivity of lightweight-concrete walls except extremely cool weather by rainwater.
In case of planting Pudsaon (Cape Jasmine) and placing on flattop-concrete roof, the inside temperature at daytime 29.89 o C and nighttime 30.62 o C (average 30.49 o C) for CDCW conditions were more or less the same owning to slowly heat transferring through lightweight-concrete walls and ceiling concrete re-radiation. While outside temperature was almost shown in opposite result from daytime 31.55 o C to nighttime 28.51 o C which happened the same trend in roof temperature by indicating daytime temperature 31.39 o C and nighttime 28,53 o C (see Table 3 ). However, the measured temperature were pointed out at 30. The previous explained research results were brought to stress that closed both the door and the window caused to ventilate between inside room heat energy and outside re-radiation from surrounded buildings, asphalt road, and water body in westerly KU drainage canal. Completion of closing door and window was initiated to make room warm because of no heat exchange between inside and outside, and also daytime heat transferring from flattop-concrete roof was stored rather high speed but slow outgoing re-radiation to outside from concrete roof and through low heat conductivity of lightweight-concrete walls. Opening either door or window provided releasing inside room heat energy outgoing easily to the outer space but the research findings found longer lag time because of higher outside temperature as received from re-radiating objects. In case of opening door and window at the same time, the lag time seemed narrow in temperature differences between daytime and nighttime, cool weather and rainwater causing the wider different temperature which indicated low room temperature and more comfortable everyday lifestyle. When planting Pudsaon (Cape Jasmine) on the flattop-concrete roof together with lightweight-concrete walls could be provided well ventilation and heat exchange which cause wider temperature differences (shorter lag time). The above statements were obtained from research results of Gates (1965 Gates ( ,1980 , Geiger et al (2003) , Abou-Korin (2014), Ashktorab et al (1989) , Botkin & Keller (2011 ), Bowen (1926 , Chun & Guldmann (2014) , Chunkao (1971) , Coseo & Larsen (2014) Heilman & Brittin (1989) , Holland et al (2013) , Honjo & Takakura (1990 , Lee et al (2004) , Verma et al (1978) , Wolf et al (2008) , Garratt (1978) , Deacon (1949) , Dicken et al (2013) , Chunkao (1971; 1979) , Akbari et al (1992) , Mcpherson & Rowntree (1993) , Santamouris (2014), and Shahiden et al (2012) . Vol. 9, No. 9; 2015 steadily heat transferring with small fluctuation, no matter the flattop-concrete roof that being planted or opened as illustrated in Figure 6 . Nevertheless, the in-transferring of heat into and out-transferring from lightweight-concrete walls were somewhat influenced by high rate of heat conduction, particularly without planting (see Figure 6a) but not being evident almost on concrete-roof-top planting (see Figures 6b,6c,6d,6e) . In opposite way, the occurrences of in and out transferring through concrete roof were shown in evidences of their fluctuation on both of planting and no planting. As hypothesized the results, heat storage inside experimental room was kept longer time when either door or window opened (see Figure 6e ) than both of them in closing states (see Figures 6a, 6b ) but opening window paid vital role in low and short-time heat keeping than only opening door (see Figures 6c, 6d ).
An ambient air temperature was paid significant role in heat conduction from lightweight-concrete room, particularly in-case closing door and closing window without and with planting on the concrete roof (Figures 6a,  6b ) due to high potentials of heat storage inside to force it transferring. In contrary, while either opening door or opening window as well as opening on both of them were found somewhat low rates of heat transfer by conduction through the lightweight-concrete walls as shown in Figures 6c, 6d , 6e) owning to heat being able to transfer through opened door and window without any interruption rather than piecing through lightweight-concrete-wall heat conductivity. Evidently, the outgoing radiation performance ware almost unbelievably happened while both the door and window were opened during the experimental periods, but there were very small part of inflow-heat-conduction into experimental (Figure 6e ) besides, it was obvious that growing plants around the houses would be the heat absorption to decrease inside house temperature down to comfortable temperature for human everyday life one way or another.
Planting Pudsaon for Sensible Heat Absorption
After planting Pudsaon (Cape Jasmine) on flattop-concrete house with lightweight-concrete walls, evaporated water was conducted for 4-day consecutive measurement and found at daytime 625 Table 4 . It was indicated that the second day of experiment found the highest amount of evaporated water (total 819 g/d/p), the first day (718 g/d/p) and the fourth day (total 789 g/d/p) as medium amount, and the third day as the lowest amount (total 639 g/d/p) which depended upon directly to the degrees of outside and roof temperature (see Tables 3 and 4) . If the ratio between daytime and nighttime evaporated water is considered, the results found 7:1 for first day, 7:1 for second day, 6:1 for third day, and 5:1 for forth day which ranged between 5:1 and 7:1 depending on temperature fluctuation (see Tables 3 and 4) as followed the research results of Chunkao (1971) , Akbari et al (1992) , Bowen (1926) , Coseo & Larsen (2014) , Deacon (1949) , Heilman & Brittin (1989) , Lee et al (2004) , Maimaitiyiming et al (2014) , Mangone & Van der Linden (2014) , Mcpherson (1988) , Ng et al (2012) , Savage et al (2009 ), Zhang et al (2013 ), and Wolf et al (2008 . Table 4 . The results as presented in Table 4 were informed that the sensible heat was converted to latent heat ranging 0.12 -0.15 cal/cm 2 /min equivalent to decreasing outside temperature 1.00 o C -1.11
The previous pretesting experimental results were brought up to express that the greenery-plant pots played significant roles in absorbing sensible heat of surroundings through the processes of evaporation and transpiration which caused to lower temperature as explained by Mangone & Van der Linder (2014) , Ng et al (2012) , Oke et al (1991) , Santamouris (2014) , Verma et al (1978) , and Zhang et al (2013) , but it was still needed more information to respond the objectives, that is, understanding for consecutive measurement.
To achieve those principles, the 36-pot plants as the greenery cover on flattop-concrete roof were placed down as designated their position, and everyday watering (approximately equivalent to the amount of evaporating water) at 06:00, 12:00, and 18:00 for three-consecutive days together with all-time cording temperature at above the flattop-concrete roof, 1-m far from 4-side rooms as made of lightweight-concrete walls which settled outside and inside room (see Table 2 ). For pointing the influences of converting evapotranspiration water to become the latent heat flux (LE) on cooling roof concrete and room temperature, the comparison of experimental study was taken between with and without pot-planting on the roof. The results can be expressed in the following 5 cases:
Case1: CDCW Without Planting on Flattop-Roof
The inside temperature from 3-day consecutive experiments was evidently shown higher than outside temperature when the door and window of the room were completely closed as well as the other 4 cases with planting-pot on roof as illustrated in Table3 and Figure7. The lag time of inside daytime maximum temperature was about 4-8 hours (averaging 6 hours) and nighttime minimum temperature 2-5 hours (averaging 3.5 hours), and also the lag-time difference about 2.5 hours as shown in Figure 7a . It could be directed that the inside temperature was surely higher than outside temperature in case of closed door and closed window of room without planting-pot on the flattop-concrete roof which made lag
Case2: CDCW Planting Plots on Flattop-Concrete Roof
When the greenery covering of 36 planting pots on the concrete roof, the inside temperature was drastically lowered than outside maximum temperature approximately 1.0 o C to 2.0 o C, and higher than outside temperature about 1.0 o C to 1.5 o C. Even if the 4-side air temperature around the room were rapidly changed, the inside temperature was still unchanged on both the maximum and minimum temperature (see Figure 6b ). Intensive consideration found the lag time of daytime maximum temperature 3-6 hours (averaging 4.5 hours), nighttime minimum temperature 2-4 hours (averaging 3.0 hours), and making the lag time difference of 1.5 hours.
Case3: ODCW Planting Pots on Flattop-Concrete Roof
When the opened door and closed window was activated together with 36 planting pots on the concrete roof, the inside maximum temperature was still lower than the outside temperature almost the same as Case 2 but a little lowering differences between inside minimum and outside minimum temperature as illustrated in Figure6c. Such results made the lag time of 3-5 hours (averaging 4 hours) for daytime maximum temperature, 2-4 hours for nighttime minimum temperature, and making the lag-time difference of 1 hour.
Case4: CDOW Planting Pots on Flattop-Concrete Roof Surprisingly, although the inside maximum temperature was lower than outside maximum temperature 0.5 o C to 1.0 o C the inside minimum temperature still higher than outside minimum temperature quite higher ranged between 1.5 o C to 2.0 o C (see Figure 6d ). It was noticed that the depletion curves were sharply decreased from the maximum down to the minimum. It was clearly evident that planting Pudsaon in growing pots containing coconut flake influenced to have higher absorbing heat. The said results were indicated the lag time 3-4 hours (averaging 3.5 hours) for daytime maximum temperature, of 2-3 hours for nighttime minimum temperature, and making the lag-time difference of 1 hour. The case of opened door and opened window was influenced on ventilation inside room that made the temperature graphic forms very similar as illustrated in Figure6e, the maximum inside temperature being lower than the surrounding-area temperature as well as roof temperature. Besides, the minimum inside and outside temperature was more or less the same forms and trends of temperature. In other words, both opened door and opened window were able to stir air temperature running around the room that made inside temperature nearly homogeneous with lowering for longer stay rather than either closed door or closed window. However, the graphical characteristics of inside temperature were shown off evidences in part of recession curves in case of closed both door and window, either closed door or closed window but they were almost overlapped each other when both the door and the window were opened for wind blowing through the room as seen in Figure6. The lag time of daytime maximum temperature was 1-2 hours (averaging 1.5 hours), nighttime minimum temperature 0-2 hours (averaging 1 hour), and making the lag-time difference of 0.5 hour.
The total picture as explained above, the greenery-planting pots were plaid vital role in deducting temperature inside experimental room as assembling of flattop-concrete roof and lightweight-concrete walls, especially when the door and widow were opened (at the same time) rather than either only opening door or only opening window, but it was no satisfied whenever both closing door and window at the same time. The most important issue should be pointed out that greenery cover by growing Pudsaon (Cape Jasmine plant) phreatophyte on flattop-concrete roof can deduct the lag time between maximum and minimum room temperature ranging from 1-2 hours (without planting) to 0.5-1.5 hours (with planting). Evidently, the greenery cover on flattop-concrete-roof room with lightweight-concrete walls was capable to decrease the maximum room temperature no matter hot or cool weather from 36 o C down to 30 o C with the averaging 32 o C. Anyhow, lesson learnt from this experiment would be strongly stressed that greenery cover upper the roof was pronounced as the better heat absorption, even the narrow room being somewhat good enough for living. It is expected that if the bigger size of room together with higher roof as well as more than one windows and/or doors that could be better living than the experimental size of this study.
Conclusion
The research on growing greenery cover on flattop-concrete roof of single-room house with lightweight-concrete walls for deducting heat conduction as constructed on narrow space was conducted inside Kasetsart University between the College of Environment and car park buildings in dense-populated city of Bangkok during 10 August-30 November 2014. The study was emphasized on feasible living that the people could live in minimum room size of 2.5-m width, 2.5-m length, and 2.5-m by taking air, room temperature, and heat conduction as indicators. The air and room thermometers were installed about 1 m in directions of northerly, southerly, easterly, westerly and flattop-concrete roof of single-room (one-door and one-window room) with lightweight-concrete walls, and including above the flattop-concrete roof by alternating closing and opening to the door and widow. The research was implemented into 4 parts: firstly, determining the lag time between maximum and minimum points of air and room temperature; secondly, feasibility study on using Pudsaon or Cape Jasmine growing in pots containing coconut flake for latent heat absorption; thirdly, determining in-translocating heat from outside through lightweight-concrete walls; and finally, study on the influence of planting Pudsaon or Cape Jasmine in pots containing coconut flake for latent heat absorption before transferring through flattop-concrete roof. The results found as follows:- 2) Lag time at daytime: maximum temperature was found 4-7 hours (averaging 5.5 hours) in case of closing both door and window, then decreasing down to 3-6 hours (averaging 4.5 hours) in case of either opening door or window, and 2-5 hours (averaging 3.5 hours) in case of both opening door and window. While lag time at nighttime: temperature was also decreased from 2-5 hours (averaging 3.5 hours) in case of both closing door and window, then decreasing down to 2-4 hours (averaging 3 hours) in case of either opening door or window, and 1-4 hours (averaging 2.5 hours) in case of both opening door and window. Such results made the lag-time difference between maximum and nighttime room temperature was gone down from 2 to 1 hour in which an increase of air ventilation process by opening either door and/or window activities was brought up comfortability on how to spend everyday lifestyle. Remarkably, long duration, high intensity, and often frequency of rainfall were identified as very important factors for changing in decreasing lag time while the opposite values enhanced an increase of lag time. Closing both door and window or either one could not be conditioned for everyday lifestyle in dense and populated Bangkok city.
3) Using Pudsaon plant (bush) or Cape Jasmine (Gardenis jasminoides J.Ellis) as grown in growing pot containing coconut flake was feasible because it is classified as phreatophyte with deeper root to absorb deeper soil water through evapotranspiration process, plus high water holding capacity of coconut flake as water supplier which can absorb surrounding sensible heat to latent heat. Anyhow, the influence of planting Pudsaon was evident on decreasing lag time 3-6 hours (averaging 4.5 hours) for both closing door and window, 3-5 hours (averaging 4 hours) for opening door and closing window, 3-4 hours (averaging 3.5 hours) for opening window and closing door, and 1-2 hours (averaging 1.5 hours) for both opening door and window. The differences of lag time were 1.5 hours for both closing door and window, then decreasing down to 1 hour for both opening door or window, and 0.5 hour for both opening the door and window. The main factor was depended on heat absorption through the process of Pudsaon/ Cape Jasmine evapotranspiration in term of latent heat absorption as well as rainfall period and activities of opening door or/and window for enhancing cooler air ventilation.
4) Lightweight-concrete walls of single-room house with flattop-concrete roof were eligible to protect heat transferring from hot air outside into room rather than from room to outside, except opening both door and window at the same time. 6) Planting green plants, especially phreatophyte, on the flattop-concrete roof is suitable for assembling in dense-populated megacity with high density of households like Bangkok city. Research result is applicable for growing trees around houses, and also for city planners on how to cool the houses and the city.
